WARNING
BEWARE OF UNDERGROUND SERVICES. THE LOCATIONS OF UNDERGROUND SERVICES ARE APPROXIMATE ONLY AND THEIR EXACT POSITION SHOULD BE PROVEN ON SITE. NO GUARANTEE IS GIVEN THAT ALL EXISTING SERVICES ARE SHOWN.

NOTES:
1. SERVICE LOCATIONS ARE NOMINAL ONLY APPROVAL IS REQUIRED BEFORE ANY SERVICE INSTALLATION.
2. THE NOMINATED SERVICE LOCATIONS INDICATE THE NOMINAL CORRIDORS AVAILABLE FOR SERVICES WITHIN ROAD RESERVES, AND SERVICE AUTHORITIES SHALL MAKE PROVISION FOR ADDITIONAL SERVICE CORRIDORS OUTSIDE THE ROAD RESERVE WHERE THERE ARE REQUIRED.
3. TRUNK SERVICES SHALL BE LOCATED OUTSIDE THE ROAD RESERVE EXCEPT WHERE SPECIFIC PROVISION HAS BEEN MADE FOR TRUNK SERVICES, WHERE THEY CAN BE ACCOMMODATION EXISTING ALLOCATION.
4. WHERE SHARED-CORRIDORS ARE INDIACED, IT IS THE RESPONSIBILITY OF THE SERVICE AUTHORITIES TO PLACE REQUIRING THESE SERVICE LOCATIONS.
5. SERVICES MAY ALSO ACCOMPANY ANY OF THE FORM WATER DRAINAGE, INCLUDING SHOULDER OR LANDSCAPING BURDENS.
6. INTERCTIONS BETWEEN SHOULDER AND OFF ROAD BOUNDARIES MAY BE SUBJECT TO THE SERVICES UNDERGROUND INSTALLATION.
7. RURAL AREA: NORMAL LOCATIONS RECOMMEND 'NORMAL' ROADS SHALL APPLY FOR DISTRIBUTION AND RETROFITMENT SERVICES ON RURAL ROADS.
8. SERVICES ARE SHOWN AS A HYPOTHETICAL DEPTH TO BE CONFORMED WITH SERVICE AUTHORITY.
9. ALL DIMENSIONS ARE IN MILLIMETRE UNLESS NOTED OTHERWISE.

ROAD VERGE LESS THAN 10 METRES
NOT TO SCALE

LEGEND:
EC - UNDERGROUND POWER
TM - TELECOM / MAN / TRANS
PP - OVERHEAD POWER
TD - TELECOM DISTRIBUTION
S - SEWER MAINS
W - WATER SUPPLY

UNSPECIFIED - CORRIDOR TO ACCOMPANY FUTURE UNSPECIFIED NEEDS E.G. GAS

ROAD VERGE GREATER THAN 10 METRES
NOT TO SCALE

ISSUED AS A STANDARD DRAWING
SEPT 2017
J.LEESON